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GENERAL NOTES

1 COMPLY WITH ALL APPLICABLE CODES, LAWS, ORDINANCES, ORDERS, RULES, AND REGULATIONS OF AUTHORITIES HAVING
JURISDICTION.

2  OBTAIN AND PAY FOR PERMITS AND INSPECTIONS REQUIRED BY PUBLIC AUTHORITIES GOVERNING THE WORK EXCEPT AS PROVIDED
OTHERWISE IN THE SPECIFICATIONS OR OWNER CONTRACTOR AGREEMENT.

3 REVIEW DOCUMENTS, VERIFY DIMENSIONS AND FIELD CONDITIONS AND CONFIRM THAT WORK IS BUILDABLE AS SHOWN. REPORT
ANY CONFLICTS OR OMISSIONS TO THE ARCHITECT FOR CLARIFICATION PRIOR TO PERFORMING ANY WORK IN QUESTION.

4  COORDINATE WORK WITH THE OWNER, INCLUDING SCHEDULING TIME AND LOCATIONS FOR DELIVERIES, BUILDING ACCESS, USE OF
BUILDING SERVICES AND FACILITIES, AND USE OF ELEVATORS. MINIMIZE DISTURBANCE OF BUILDING FUNCTIONS AND OCCUPANTS.

5 OWNER WILL PROVIDE WORK NOTED "BY OTHERS" OR "NIC" UNDER SEPARATE CONTRACT. INCLUDE SCHEDULE REQUIREMENTS IN
CONSTRUCTION PROGRESS SCHEDULE AND COORDINATE TO ASSURE ORDERLY SEQUENCE OF INSTALLATION.

6 MAINTAIN WORK AREAS SECURE AND LOCKABLE DURING CONSTRUCTION. COORDINATE WITH OWNER AND/OR PROPERTY MANAGER
TO ENSURE SECURITY.

7  MAINTAIN EXITS, EXIT LIGHTING, FIRE PROTECTIVE DEVICES, AND ALARMS IN CONFORMANCE WITH APPLICABLE CODES AND
ORDINANCES.

8 DO NOT SCALE DRAWINGS. WRITTEN DIMENSIONS GOVERN. IN CASE OF CONFLICT, CONSULT THE ARCHITECT.
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8. SEQUENCE OF CONSTRUCTION FOR STABILIZED SUBGRADES SHALL BE BLUE TOP AND FINE GRADE, LIME TREAT AND . JommsReRT R | proposEp concrere I“‘f\/ON AL Q\;\‘: DEVIN & SMITH -,
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9. COMPACTION TESTS SHALL BE TAKEN A MINIMUM OF ONCE EVERY 4,500 SQUARE FEET FOR EACH EIGHT (8) INCH LIFT

BASIS OF BEARINGS ARE NAD 83 — TEXAS NORTH CENTRAL
OF MATERIAL. X 1077.91 EXISTING SPOT ELEVATION

10. CONCRETE SHALL HAVE A MINIMUM 28 DAY COMPRESSIVE STRENGTH OF 3500 PSI AND A MINIMUM 7 DAY FLEXURAL [38.40]@ NEW SPOT ELEVATION S | T E P A R K | N G P I_A N

STRENGTH OF 500 PSI. DESIRED SLUMP SHALL BE 3 INCHES.

11. THE PAVING CONTRACTOR SHALL ADJUST ALL VALVE BOXES TO GRADE AFTER PAVING HAS BEEN COMPLETED. CAUTION!! — UNDERGROUND UTILITIES!! PARKING LOT IMP ROVE M E NTS
12. PAVEMENT STRIPING SHALL BE CONTRACTOR GRADE ACRYLIC STRIPING PAINT APPLIED WITH A COMMERCIAL COMPRESSED FO R |OWA PAR K R EC ACT'V'T' ES C E NTE R
AIR OR AIRLESS SPRAY STRIPING MACHINE CAPABLE OF APPLYING AN EVEN COATING AT THE MANUFACTURER'S EXISTING UTILITIES AND UNDERGROUND FACILITIES INDICATED ON THESE PLANS HAVE BEEN .
RECOMMENDED THICKNESS IN AN EVEN WIDTH ACROSS THE STRIPE. MARKING PAINT SHALL BE APPLIED STRAIGHT AND LOCATED APPROXIMATELY BY SIGHT OR FROM INFORMATION SUPPLIED BY THE VARIOUS OWNERS LOTS '] A & 1 B BLOCK 1
EVEN AT A RATE OF ONE GALLON PER THREE TO FOUR HUNDRED LINEAL FEET OF FOUR INCH WIDE STRIPES (OR TO OF THE FACILITIES. THE ENGINEER AND OWNER DO NOT ACCEPT ANY RESPONSIBILITY FOR THE ’
MFG. SPECIFICATION). APPLY MARKING PAINT IN DRY WEATHER WHEN PAVEMENT AND ATMOSPHERIC TEMPERATURES ARE LOCATIONS SHOWN. IT SHALL BE THE SOLF RESPONSIBILITY OF THE CONTRACTOR TO VERIFY
FIFTY DEGREES F. OR ABOVE (OR TO MFG. SPECIFICATION) AND ARE ANTICIPATED TO REMAIN ABOVE FIFTY DEGREES F. BOTH HORIZONTALLY AND VERTICALLY THE LOCATION OF ALL UTILITIES PRIOR TO CONSTRUCTION: |OWA PARK y WlCH |TA CO U NTY, TEXAS
FOR FOUR HOURS AFTER COMPLETING APPLICATION. TO TAKE NECESSARY PRECAUTIONS TO PROTECT ALL FACILITIES ENCOUNTERED; AND TO NOTIFY [——— -
13. SIDEWALKS SHALL BE 4” THICK 3500 PS| CONCRETE REINFORCED WITH 6°x6” W2.9xW2.9 WELDED WIRE MESH THE ENGINEER PROMPTLY OF ALL CONFLICTS WITH THE PROPOSED WORK. THE CONTRACTOR CORLE TT PROBST & BOYD P LL C )
REINFORCING, OR NO. 3 BARS AT 18" CENTERS EACH WAY AND POURED ON 6" SUBGRADE COMPACTED TO 90% ASTM SHALL PRESERVE AND PROTECT ALL EXIST. UTILITIES AND FACILITIES FROM DAMAGE DURING CHECKED DGS ’ ?
D-698. SIDEWALKS SHALL BE MARKED INTO SECTIONS AT MAXIMUM 5' INTERVALS WITH MARKING TOOL. OUTER EDGES CONSTRUCTION. ANY DAMAGE TO THESE FACILITIES BY THE CONTRACTOR SHALL BE REPAIRED ENGINEERS — SURVEYORS
SHALL BE TOOLED WITH A 1/2" RADIUS FINISHING TOOL. BY THE CONTRACTOR AT HIS/HER SOLE EXPENSE. FACILITIES OWNED BY THE ENTITIES LISTED APPROVED DGS 4605 OLD JACKSBORO HIGHWAY
BELOW ARE KNOWN TO BE LOCATED ON OR IN CLOSE PROXIMITY TO THE WORK AREA OF THIS  |PHONE (940)723-1455
14. REINFORCING STEEL SHALL BE ASTM A—-615 GRADE 60, AND SHALL BE CONTINUOUS THROUGH EXPANSION JOINTS. PROJECT. ADDITIONAL FACILITIES OWNED BY OTHERS MAY ALSO BE AFFECTED. CONTACT ALL WO #25-1005 TBPE F-279 WICHITA FALLS, TEXAS /76302 TBPLS—100541-00
POSSIBLE UTILITY AND UNDERGROUND FACILITY OWNERS.
15. ALL REQUIRED MATERIAL TESTING SHALL BE THE RESPONSIBLITY OF THE OWNER.
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18" #4 DEFORMED BARS,
SLEEVE OPPOSITE END
OR

18" #4 SMOOTH BARS, e JOINT SEALANT 1,/4" BELOW X 6%
GREASE OPPOSITE END SURFACE, 6" HiGH CURS
- DMS—6310, CLASS 5 OR CLASS 8.
AT 18" C.C.
44 4 < 2 <
A 4 g
< A .Z 4 4 4 v <
I 4 < 4 4
DEPTH < g4 = <
: s U - l
4 q a 4 ] L4
4 < 4 2 ” 1/2 DEPTH
4 a4 < ) ‘ I CURB
— y _A/ 4" CONCRETE
1/2" REFLEX RUBBER , o

EXPANSION JOINT MATERIAL 1" CLEARANCE —=f=— /y OIxET-W 2.3 x I 29 WELDED WIRE HANDICAP SYMBOL

GENERAL NOTES: : . :
S 5 v b 55 = 3 <
1. SEE EXPANSION JOINTS, ITEM 303.5.4.2 OF THE STANDARD SPECIFICATIONS. R L L
2. DOWEL BARS MUST BE ADEQUATELY BRACED TO ASSURE THEY WILL BE Y| _— 4" SAND CUSHION | S
MAINTAINED PERPENDICULAR TO JOINT DURING PLACEMENT OF CONCRETE. T e e e T T T e e
COMPACTED SUBGRADE
NOT TO SCALE

JOINT SEALANT 1,/8" TO 1/4" BELOW
SURFACE, SEE TxDOT PUBLICATION
DMS—-6310, USE A CLASS 5 OR CLASS

8 MATERIAL.
e SITE SIDEWALK DETAILS HANDICAP PARKING DETAIL
DEPTH—¢
» = NOT TO SCALE NOT TO SCALE
4 2 < al
4 4 v < 4
< 2 ‘- 2 »
A < } 2 JOINT SEALANT 1/8” TO )
DEPTH * — 2 l 2 - i 1/4” BELOW SURFACE, SEE —=| |=—1/4
s 4 < TxDOT PUBLICATION
B : 4 s 4, ’ 1/2 DEPTH DMS—6310, USE A CLASS 5 \
< 5 24 s i OR CL/#SS 8 MATERIAL. 1/2" —=]
— T
GENERAL NOTES: \—CONTINUOUS REINFORCEMENT B 3 s / L
§§§§§§§ ; " GENERAL NOTES: g RS 7 S T
1. SEE CONTRACTION JOINTS, ITEM 303.5.4.3 OF THE STANDARD 4 s ad I DEPTH X b s by L
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EXIT DOOR
# OF OCCUPANTS= 115
CLEAR WIDTH REQUIRED= 23"

CLEAR WIDTH PROVIDED= 34" 7\

s
P .7 KITCHEN MECH.
T 7 354 SF 165 SF
e A 2 0CC. 10CC,
MEETING L P
1705 SF oS 7
341 0CC. o 7
STORAGE W (S
209 SF (&w@/ & D G
10CC N B o= ‘ _
: //// w?,\»;) 7 Ty [L:l:
- Ny
- , o i
e = =
/// P 4 £ id
Y g =
A I I
- -’ O =
//// _ g —
2 ’ Qi @
7 _
P N\
” AN
®
EXIT DOOR —— = \ = = = = = = - I  ——iam- ——
# OF OCCUPANTS= 231
CLEAR WIDTH REQURED= 462" | . EXISTING 2-HR FIRE PARTITION
CLEAR WIDTH PROVIDED= 136" |
CORRIDOR P
S 628 SF D
126 OCC.
- EXISTING 2-HR FIRE PARTITION FEC
3-0" 3'-0" 3-0"
OFFICE ~— EXIT DOOR
224 SF # OF OCCUPANTS
MEETING MEETING MEETING 2 0CC. CLEAR WIDTH RE
285 SF 525 SF 234 SF CLEAR WIDTH PR
19 OCC. 35 0CC. 16 OCC.

EXISTING

BUILDING
(NIC)

3! - 8"

R

\
\
\
\
\
A

!

STORAGE STORAGE
47 SF 42 SF

1 0OCC. 1 0CC.

= 197
DUIRED= 39.4"
DVIDED= 136"

EXISTING BUILDING (NIC)

EXISTING

SURFACE

PARKING
(NIC)

1 LIFE SAFETY PLAN

SCALE: 1/8"=1-0"

APPLICABLE CONSTRUCTION CODES

BUILDING CODE: 2024 INTERNATIONAL BUILDING CODE WITH LOCAL AMENDMENTS
PLUMBING CODE: 2024 INTERNATIONAL PLUMBING CODE WITH LOCAL AMENDMENTS
MECHANICAL CODE: 2024 INTERNATIONAL MECHANICAL CODE WITH LOCAL AMENDMENTS
ELECTRICAL CODE: 2023 NATIONAL ELECTRICAL CODE WITH LOCAL AMENDMENTS
FIRE/LIFE SAFETY CODE: 2024 INTERNATIONAL FIRE CODE WITH LOCAL AMENDMENTS
ACCESSIBILITY CODE: 2012 STATE OF TEXAS ACCESSIBILITY STANDARDS

ENERGY CODE: ASHRAE 90.1- 2007

2024 INTERNATIONAL ENERGY CONSERVATION CODE

PROJECT DESCRIPTION

INTERIOR RENOVATION OF THE EXISTING IOWA PARK RECREATIONAL ACTIVITIES
CENTER. SCOPE INCLUDES NEW KITCHEN, RESTROOM, AND INTERIOR FINISHES.

BUILDING DESIGN CRITERIA

TYPE OF CONSTRUCTION: [IB, NON-SPRINKLED

OCCUPANY CLASSIFICATION
1. PRIMARY OCCUPANY: GROUP A- ASSEMBLY
2. ACCESSORY OCCUPANCIES: BUSINESS

FIRE PROTECTION SYSTEMS
1. PROVIDE PORTABLE FIRE EXTINGUISHERS IN ACCORDANCE WITH NFPA 10.

EGRESS ANALYSIS

MEANS OF EGRESS SIZING
STAIRWAYS: 0.3 INCH PER OCCUPANT (PER IBC 1005.3.1)
OTHER EGRESS COMPONENTS: 0.2 INCH PER OCCUPANT (PER IBC 1005.3.2)

EXIT ACCESS TRAVEL DISTANCE LIMITS (PER IBC 1017.2)
GROUP A & B: 200 FEET

COMMON PATH OF TRAVEL LIMITS (PER IBC 1006.2.1)
GROUP A: 75 FEET
GROUP B (OCCUPANT LOAD LESS THAN 30): 100 FEET

DEAD END LIMITS
20 FEET

REMOTENESS OF EXITS
1/2 THE OVERALL DIAGONAL OF THE AREA BEING SERVED

SMOKE & FIRE BARRIER MARKINGS

FIRE BARRIERS, FIRE PARTITIONS, SMOKE BARIERS, AND SMOKE PARTITIONS SHALL
BE LABELED NOT LESS THAN 30'-0" O.C. HORIZONTALLY IN ACCESSIBLE, CONCEALED
FLOOR, FLOOR/CEILING OR ATTIC SPACES. LABELING SHALL CONSIST OF 3" HIGH RED
STENCILED LETTERING STATING, "FIRE AND/OR SMOKE BARRIER - PROTECT ALL
OPENINGS."

MINIMUM PLUMBING FACILITIES

RESTROOMS ARE EXISTING WITHIN CORE & SHELL BUILDING.

LIFE SAFETY LEGEND

= o = - — 1-HRRATED FIRE BARRIER

. - 2-HR RATED FIRE BARRIER

FULLY RECESSED FIRE
EXTINGUISHER CABINET

EDGE LIT LED EXIT SIGN,
RECESSED CEILING OR

FEC

—

@ EXIT SIGN, MANUF. BY ISOLITE,
T SURFACE MOUNTED, RED LIGHT

GENERAL NOTES

A. PROVIDE A PORTABLE FIRE
EXTINGUISHER WITH A RATING OF NOT
LESS THAN 2-A WITHIN 75-FOOT TRAVEL
DISTANCE TO ALL PORTIONS OF THE
BUILDING ON EACH FLOOR, AND
ADDITIONAL EXTINGUISHERS AS
REQUIRED BY AUTHORITY HAVING
JURISDICTION.

B. PROVIDE EXIT SIGN WITH 6" LETTERS
OVER REQUIRED EXITS, WHERE SHOWN
ON DRAWINGS..

C. DOORS OPENING INTO REQUIRED
1-HOUR, FIRE-RESISTIVE CORRIDORS
SHALL BE PROTECTED WITH A SMOKE OR
DRAFT STOP ASSEMBLY HAVING A
20-MINUTE RATING AND SHALL BE
SELF-CLOSING.

D. 20-MINUTE DOOR JAMBS TO BE
TIGHT-FITTING, SMOKE AND DRAFT
CONTROLLED.

F. WOOD BLOCKING WHERE PERMITTED
SHALL BE FIRE TREATED IN
ACCORDANCE WITH APPLICABLE CODE
REQUIREMENTS.
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SHEET NOTES

NOTE: NOT ALL SHEET NOTES LISTED APPEAR ON THIS SHEET.

01 ADD 24" T-BAR TO EXISTING 2'x4' CEILING GRID,
Y PAINT EXISTING GRID TO MATCH NEW T-BAR

02 PAINT EXISTING DOORS & FRAMES TO MATCH

== i - ADJACENT WALL COLOR, TYP.
Y & ‘ ‘ H MECH 03 NEW CEILING FAN FIXTURE WITHIN EXISTING
113 LOCATION, BASIS OF DESIGN: VISUAL COMFORT, 19/22/2025
= ROZZEN 44" CEILING FAN, 3RZR44, COLOR: MIDNIGHT
G G G G G G G G G L BLACK HOUSING WITH AMERICAN WALNUT BLADES
¥ T 05 EXISTING LIGHT TO REMAIN
‘ @ @ 06 FLOOR FINISH EXTENTS TO ALIGN WITH EXISTING
VERTICAL WALL JOINTS AND CEILING TILES ABOVE
EETING KITCHEN 07 PROVIDE POWER TO EXISTING BUILDING SIGN AT R A
STORAGE 1o _[105 STREET
106 CL-1 Oy CL-1 )(01 JOSEPH A. ROSS, ARCHITECT, INC.
—(01) CI0-0DVIF. Co-UDVIF, 900 8th Street
- Suite 915
G G G G Wichita Falls, Texas 76301

GENERAL NOTES

A.  RE: G0.10 & A0.10 FOR SCHEDULES,
LEGENDS, SYMBOLS AND
ABBREVIATIONS.

B. ENSURE SURFACES TO RECEIVE
FINISHES ARE CLEAN, TRUE, AND FREE
OF IRREGULARITIES. DO NOT PROCEED
WITH WORK UNTIL UNSATISFACTORY
CONDITIONS HAVE BEEN CORRECTED.

C. PROVIDE LEVEL 4 GYP. BOARD FINISH
ON ALL PARTITIONS, UNO.

D. PROVIDE MINIMUM 3-COAT PAINT
SYSTEMS FOR EACH SUBSTRATE, UNO.

E. PROVIDE PAINT "PT-1" ON ALL WALLS,
{ I [ [ ¢ CORRIDOR | © UNO. PROVIDE WALL BASE "RB-1" ON ALL

Tel 940.285.5097

(e ) Co-4> 101 WALLS, UN.O.

v v v (cL-1 }@y 24 H v F.  PAINT ALL DRYWALL CEILINGS "PT-4",
10' - §" V.I.F. 44'H- 0" W F 10' - 0" UNO.

| G | b | | o | | | S A Ll S G | | G. RE:DOOR SCHEDULE FOR COLOR OF

DOORS AND FRAMES.
= \ H. RE: ELEVATIONS FOR MILLWORK

- , %73;«-- Wre - =3 fgﬁ T — FINISHES.
| . RE:A7.30 FOR FLOORING TRANSITION

DETAILS. COORDINATE TRANSITIONS

8'-

3 ®
=N
0"

|

T

T

T

\T‘

I
i
/ﬂ}
!

L /]

WITH ARCHITECT.

PAINT ALL "FEC" TO MATCH ADJACENT
WALL FINISH.

N
< IBARSSEIRGL™= || CITY OF IOWA PARK

L. INDICATED DIMENSIONS ARE TO
CENTERLINE OF DEVICE OR CLUSTER OF
\ 6 / DEVICES, U.N.O. EXCEPT THAT 806 N. THIRD STREET
TOP-MOST OPERABLE PORTION OF SUCH IOWA PARK, TEXAS
DEVICES SHALL NOT EXCEED 48".

PROVIDE WRITTEN NOTIFICATION OF
@ CONDITIONS REQUIRING DESIGN OF
CUSTOM COVER PLATES. REFER TO

ELECTRICAL DRAWINGS FOR

G G G G G o G 1\
1

=
@'E q

EETING MEETING EETING
109

G
TEDIC, CEDI(T CL-1 )(01)
10 - 0VIF 10- 0" V.IF 10- 0" V.IF - \
G k /{v . G G G &\_/ N G G k_,) Yy G

gL

@
@
T 4 A A T

G G G G G G G  STORAGE E@EE\AQI:\
IR 1

CONFIGURATIONS.

I
I
|
I

er7rvzﬂ7r7zﬁ

HORIZONTALLY, U.N.O. REFER TO

NN K3
I I - N f = 4[» R . N / H SRR REAA LAY PG =
M. INSTALL ABOVE-COUNTER AND
BN N NN N N N . N N N U N N N NP N U D N N NN N ;L&T\L& ANDNANANDN AN AR | BELOW-COUNTER OUTLETS
CONTRACTOR TO PRICE ALL SCOPE WITHIN ELEVATIONS FOR ADDITIONAL OUTLET
HATCHED REGION AS ADD ALTERNATE #1 VIF. VIF.

INFORMATION.

N. DEVICES SHOWN STACKED ARE TO
ALIGN VERTICALLY.

O. INSTALL OUTLETS ON OPPOSITE SIDES
» REFLECTED CEILING PLAN LI et
e g BACK-TO-BACK.
SCALE: 187210 P. CONFIRM LOCATIONS OF STROBES AND

EXIT SIGNS WITH ARCHITECT PRIOR TO
INSTALLATION.

Q. CONFIRM DEVICE LOCATIONS WITH
ARCHITECT PRIOR TO ROUGH-IN.

R. REFER TO MEP DRAWINGS FOR
ADDITIONAL NOTES AND INFORMATION.
WHERE CONFLICTS OCCUR,
ARCHITECTURAL DRAWINGS TAKE
PRECEDENCE FOR LOCATION OF

DEVICE. K j

S. PRIOR TO CORING SLAB, COORDINATE
LOCATIONS WITH OWNER AND/OR
PROPERTY MANAGER. a4 I

W T.  PROVIDE WHITE DEVICES AND

‘ MATCHING COVER PLATES FOR ALL -
e —— | L SWITCHES, ELECTRICAL, TELEPHONE £ oate Description
L N AND DATA OUTLETS, U.N.O. PROVIDE 1 1212212005  ISSUE FOR PERMIT

ONE-PIECE TYPE GANG COVER PLATES
] U.N.O.

N U. IDENTIFY DEDICATED OR ISOLATED
S5 GROUND ELECTRICAL OUTLETS WITH A
=t o MECH RED DOT.

[

[

:

1 13 V. VERIFY EQUIPMENT SPECIFICATIONS,
[

[

[

1
T

o
T

5! _ Oll
\

POWER AND INSTALLATION
REQUIREMENTS WITH MANUFACTURER
TO ENSURE PROPER FIT AND FUNCTION.

— W. COORDINATE INSTALLATION OF
I TELECOMMUNICATIONS, DATA AND
— : SECURITY SYSTEMS.

X. PROVIDE PULL STRINGS IN ALL EMPTY
CONDUIT AND J-BOXES.

AA. INSTALL REGISTERS AND LIGHT

FIXTURES WITHIN GRID LINES. INSTALL
I SPEAKERS, LIGHT FIXTURES, AND OTHER
CEILING ELEMENTS IN THE GEOMETRIC
CENTER OF ACOUSTICAL UNITS OR
CELING PANELS, UNO.

BB. IN ACOUSTICAL CEILINGS, LOCATE ALL
SPRINKLER HEADS IN THE GEOMETRIC
CENTER OF PANELS, UNO.

CC IFITISNOT POSSIBLE TO LOCATE
SPRINKLER HEADS AS REQUIRED ABOVE
FOR ANY REASON, INCLUDING, WITHOUT
LIMITATION, CODE REQUIREMENTS, DO
NOT PROCEED WITH WORK UNTIL SUCH
CONDITIONS HAVE BEEN REVIEWED WITH
ARCHITECT.

DD PROVIDE SPRINKLER HEAD LOCATIONS
FOR ARCHITECT'S REVIEW FOR
AESTHETIC PURPOSES PRIOR TO ANY
INSTALLATION, AND PRIOR TO
SUBMITTING DRAWINGS FOR PERMIT.
CONTRACTOR WILL, OTHERWISE, BE
REQUIRED TO RELOCATE HEADS AT ITS
SOLE EXPENSE.

EE. ARRANGE CONCEALED ITEMS TO
PROVIDE ADEQUATE CLEARANCES FOR

STORAGE
106

MEETNG — — — — KITCHEN
105

T
| (Lvt-1) _

N

G WAINSCOT
HNGVWAIN 1

[

I

[

I

[

I

[

I

[

I

[

I

27'-91/2"

774! _ Ou

1/ A7.30 17 A7.30

| Project Name

CEILING AND ITS DEVICES. IOWA PARK RECREATIONAL
" ARGHITECT PRIOR TO LAYOUT OF work || ACTIVITIES CENTER

MEETING REQUIRING ACCESS.

J?‘#‘/m A gy St Sy

199 GG PLUMB ALL STEM, AIRCRAFT CABLE, AND | | | Project Number
. APPURTENANCES USED TO SUPPORT 25045
SUSPENDED LIGHT FIXTURES, UNO.
HH REMOVE ALL PAINT FROM EXPOSED
DUCTWORK, CONDUIT AND PIPING. | Description
REMOVE ALL TAGS AND LABELS NOT
REQUIRED BY CODE. FINISH, POWER &
Il.  FINISH HVAC DIFFUSERS, DRAPERY
o o POCKETS, AND SPEAKER GRILLES TO COMMUNICATION, & REFLECTED
MATCH ADJACENT FINISH, UNO. CEILING PLAN
Y, JJ. PROVIDE CONCEALED SPRINKLER HEADS
/ WITH CAPS WHICH ARE
CONTRACTOR TO PRICE ALL SCOPE WITHIN FACTORY-PAINTED TO MATCH THE | Scale
HATCHED REGION AS ADD ALTERNATE #1 CEILING IN ALL DRYWALL CEILINGS.
LOCATE ALL HEADS TO ALIGN WITH LIGHT 1/8" =1'-0"

FIXTURES, UNO.

KK. PROVIDE "CL-1" MOUNTED AT 10'-0" FOR
ALL ACOUSTICAL CEILINGS, UNO.

1 EINISH& POWER & COMMUNICATIONPLAN xAZ 41

FIXTURES, UNO., OR VIOLATION OF
SCALE: 1/8"=1-0" APPLICABLE CODES WOULD OCCUR.
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