
CITY OF IOWA PARK 
 

PUBLIC WORKS DEPARTMENT 
 

ADDENDUM NO. 1 
 

INDUSTRIAL CIRCLE WATER AND SANITARY SEWER IMPROVEMENTS 
 
ADDENDUM RELEASE DATE:  March 18, 2022 
 
BID RECEIVED DATE:  March 30, 2022 
 
The Plans, Specifications and Contract Documents for the above referenced project are hereby 
revised and amended as follows: 
 
1. Advertisement for Bids was changed.  Extend bid date from Wednesday, March 23,2022 
to Wednesday, March 30, 2022. 

 
2. The deadline for submitting questions to the City and Halff about the project and bidding 
documents will be 5:00 PM, CDST, Wednesday, March 23rd, 2022.  
 

3. Remove the sheets ñStreet óAô Paving Plan & Profile Sta. 10+00 to Sta. 14+50ò, ñCulvert 
Plan & Profileò, and two ñTxDOT Standard Detailsò  from the ñSheet Indexò on the Cover 
Sheet.  These three sheets have been deleted from the Plan set. 
 

4. The General Notes Sheet was changed. ñGeneral Note 1ò was updated to say ñThe 
Contractor is responsible for construction and installation of all improvements shown 
on this plan set. It is also the responsibility of the contractor to coordinate with the City 
of Iowa Park (Owner) to transport previously purchased materials from the ownerôs 
storage area to the project site.ò 
 
ñPaving Subgrade General Notesò and ñPaving General Notesò were removed from the 
ñGeneral Notes Plan Sheetò.  
 

5. The Drainage Area Map & Calculations Sheet was changed. The Drainage Area Map & 
Calculations Sheet has been renamed ñControl Pointsò and the calculation information has 
been removed from the sheet. 
 

6. The Typical Paving Section Sheet was changed. The City of Iowa Park purchased materials 
for this project, and these materials lists have been added to this sheet.  
 
A note was added saying ñContractor is Responsible for Loading, Transporting, and 
Unloading water and sewer materials on hand from The City of Iowa Parkôs service yard 
to the project site. Contractor shall coordinate with The City to gain access to the service 
yard.ò 
 

7. The Utility Plan & Profile Sta. 10+00 to 14+50 was changed. The callouts for the proposed 
manholes and the pipe material have been added to this sheet. The updated Utility Plan & 
Profile Sta. 10+00 to 14+50 is included in this addendum. 
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8. The Utility Plan & Profile Sta. 14+50 to 19+50 was changed. The callouts for the proposed 
manholes, the materials, and the water line connection have been added to this sheet. The 
updated Utility Plan & Profile Sta. 14+50 to 19+50 is included in this addendum. 
 

9. The Utility Plan & Profile Sta. 19+50 to 23+80 was changed. The callouts for the proposed 
manhole, the materials, water and sewer service connections, and fire hydrant have been 
added to this sheet. The updated Utility Plan & Profile Sta. 19+50 to 23+80 is included in 
this addendum. 
 
The note stating ñNote: The City (Owner) Shall Install all water main improvements and 
sewer main improvements shown on this plan set. The manhole at Sta. 19+18.66 and 
sewer main stub-outs to outside the pavement limits shall be installed prior to the 
contractorôs notice to proceed. All other water and sewer main improvements will be 
installed after the contractor has completed his work.ò has been removed. 
 

10. The Erosion Control Plan Sheet was changed. The view was expanded to include the entire 
length of the future sewer main construction. The updated Erosion Control Plan is 
included in this addendum. 
 

11. The NCTCOG Standard Details Sheet was changed. The fire hydrant detail and the water 
service detail have both been updated to correspond to materials that were purchased by 
the City of Iowa Park (Owner). The updated NCTCOG Standard Detail is included in this 
addendum. 
 
The NCTCOG wastewater manhole detail was updated to represent fiberglass manholes. 
 

12. The bid schedule was changed. Item ñNo. 2 Material pick-up & delivery to project siteò 
was added.  
 
The note ñOwner has already procured all equipment and materials for this proposal. 
However, it is the Contractorôs responsibility to verify they have everything needed to 
complete this project.ò was added.  

 
The bid schedule will include both installation of water and sewer mains by open cut and 
installation of the respective long services by anything other than open cut.  
 
The updated bid schedule is included in this addendum. 

 
13. The Standard Specifications were modified, the bid item numbers changed. 
 
The Standard Specifications will include installation of Water and Sewer mains by open 
cut, and installation of the long services by anything other than open cut. Both items are 
described under bid items No. 3 and No. 7 for water, and bid items No. 10 and No. 13. for 
sanitary sewer. 
 
The updated Standard Specifications are included in this addendum. 
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18 LF 8"x14' SDR26 HEAVY
WALL GASKETED SEWER

PIPE @ 0.40%

400 LF 8"x14' SDR35 GASKETED SEWER PIPE @ 0.40%

EG @ SEWER CL

STA. 10+00.00 SS MAIN
CONNECT TO EXIST. SSMH
WITH APPROVED RESILIENT PIPE-TO-
MANHOLE CONNECTOR OR GASKET
TOP 1058.40
FL EX. 6" CLAY IN (N) 1053.40
FL EX. 9" METAL IN (E) 1053.20
FL EX. 8" OUT (W) 1053.25
FL PROP. 8" PVC IN (S) 1053.35

STA. 14+25.00 SS MAIN
REQ'D 4' DIA. FIBERGLASS SSMH,
5' DEEP 32" HOLE
REQ'D MH-1670N-35 32" MANHOLE
RING AND COVER "SANITARY SEWER"
TOP 1059.84
FL (IN) 1055.22
FL (OUT) 1055.12EXIST. 6" WATER MAIN

CONTRACTOR TO FIELD
VERIFY LOCATION.

EXIST. 10" WATER MAIN
CONSTRACTOR TO FIELD
VERIFY LOCATION.

STA. 10+22.33 SS MAIN
INSTALL:
4' DIA. FIBERGLASS SSMH,
4' DEEP 32" HOLE
MH-1670N-35 32" MANHOLE
RING AND COVER "SANITARY SEWER"
TOP 1057.40
FL (IN) 1053.52
FL (OUT) 1053.42

23 LF 8"x14' SDR26 HEAVY WALL
GASKETED SEWER PIPE @ 0.50%

UTILITY PLAN & PROFILE
STA. 10+00 TO 14+50 5
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SCALE: 1"=20' (H)
1"=4'  (V)

STA. 10+00.00 SS MAIN
CONNECT TO EXIST.
SSMH WITH APPROVED
RESILIENT PIPE-TO-MANHOLE
CONNECTOR OR GASKET
N: 7398794.3652
E: 1912126.7160

STA. 14+25.00 SS MAIN
INSTALL:
4' DIA. FIBERGLASS SSMH,
5' DEEP 32" HOLE
MH-1670N-35 32" MH RING AND
COVER "SANITARY SEWER"
N: 7398772.0378
E: 1912529.3886

CAUTION: EXISTING FIRE HYDRANT,
WATER VALVES, AND OHE LINES IN THIS
AREA. LOCATE AND PROTECT DURING

CONSTRUCTION.

PROPOSED SS MAIN CL

CAUTION: EXISTING WATER MAINS AND
OHE LINES IN THIS AREA. LOCATE AND

PROTECT DURING CONSTRUCTION.

STA. 10+22.33 SS MAIN
INSTALL:
4' DIA. FIBERGLASS SSMH, 4' DEEP 32" HOLE
MH-1670N-35 32" MANHOLE
RING AND COVER "SANITARY SEWER"
N: 7398772.0378
E: 1912126.7160
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418 LF 8"x14' SDR35 GASKETED SEWER PIPE @ 0.50%

5'
 (M

IN
.)

EG @ SEWER CL

EXIST. 10" WATER MAIN.
CONTRACTOR TO FIELD
VERIFY LOCATION.EXIST. 6" WATER MAIN.

CONTRACTOR TO FIELD
VERIFY LOCATION.

EXISTING 3'x2' RCB.

EXISTING INDUSTRIAL CIRCLE
CL SURFACE

STA. 10+27.48 INDUSTRIAL CIRCLE
INSTALL:
6" MJ x FLANGE TEE DMF 66.
6" FLANGE KIT 150# 1/8.
(2) AVK 6" MJ x FLANGE GATE
VALVE 65-150-3X.
(2) I562s 24-36 ADJ VALVE BOX
W/LID.

6" PVC WATER
MAIN

STA. 18+69.43 SS MAIN
INSTALL:
4' DIA. FIBERGLASS SSMH,
8' DEEP 32" HOLE
MH-1670N-35 32" MANHOLE
RING AND COVER
"SANITARY SEWER"
TOP 1065.74
FL (IN) 1057.52
FL (OUT) 1057.42

STA. 19+23.38 SS MAIN
INSTALL:
4' DIA. FIBERGLASS SSMH,
10' DEEP 32" HOLE
MH-1670N-35 32" MANHOLE
RING AND COVER
"SANITARY SEWER"
TOP 1068.03
FL (IN) 1058.40
FL (OUT) 1058.30

25 LF 8"x14' SDR26
HEAVY WALL GASKETED
SEWER PIPE @ 1.80%

50 LF 8"x14' SDR26 HEAVY
WALL GASKETED SEWER
PIPE @ 1.8%

W

6

CAUTION: EXISTING WATER LINES,
AND OVERHEAD ELECTRIC  IN THIS

AREA. LOCATE AND PROTECT
DURING CONSTRUCTION.
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MATCHLINE STA. 19+50

UTILITY PLAN & PROFILE
STA. 14+50 TO 19+50

20 30 40100

N

SCALE: 1"=20' (H)
1"=4'  (V)

STA. 18+69.43 SS MAIN
INSTALL:
4' DIA. FIBERGLASS SSMH,
8' DEEP 32" HOLE.
MH-1670N-35 32" MANHOLE RING
AND COVER "SANITARY SEWER"
N: 7398772.0378
E: 1912973.8235

PROPOSED SS MAIN CL

PROPOSED WL MAIN CL.
FOR TIE-IN DETAIL, SEE
INSET A.

2'

5.5'

STA. 10+27.48, 28.00' RT STREET "A"
CONNECT TO EXIST. 6" WM
INSTALL:
6" MJ x FLANGE TEE DMF 66.
6" FLANGE KIT 150# 1/8.
(2) AVK 6" MJ x FLANGE GATE VALVE
65-150-3X.
(2) I562s 24-36 ADJ VALVE BOX W/LID.

INSET A
SCALE: 1"=10'
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STA. 19+23.38 SS MAIN
INSTALL:
4' DIA. FIBERGLASS SSMH,
10' DEEP 32" HOLE.
MH-1670N-35 32" MANHOLE RING
AND COVER "SANITARY SEWER"
N: 7398801.0773
E: 1913019.2748
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STA. 23+55.00 SS MAIN
INSTALL:
4' DIA. FIBERGLASS MANHOLE,
12' DEEP 32" HOLE.
MH-1670N-35 32" MANHOLE
RING AND COVER "SANITARY SEWER"
TOP 1083.76
FL 1072.87 (OUT)

EG @ SEWER CL

STA. 14+65.95' INDUSTRIAL CIRCLE
INSTALL:
AVK MJ x MJ 6" GATE VALVE
I562s 24-36 ADJ VALVE BOX
W/LID

STA. 14+40.95' INDUSTRIAL CIRCLE
INSTALL:
5' BURY AVK HYDRANT RED NST.
6" MJ x FLANGE TEE DMF 66.
AVK 6" MJ x MJ GATE VALVE.
6' FLANGE KIT 150# 1/8.
I562s 24-36 ADJ VALVE BOX
W/LID.

STA. 14+70.79' INDUSTRIAL CIRCLE
INSTALL:
6" MJ CAP

7
UTILITY PLAN & PROFILE
STA. 19+50 TO 23+80

20 30 40100

N
SCALE: 1"=20' (H)

1"=4'  (V)
STA. 23+55.00 SS MAIN
INSTALL:
4' DIA. FIBERGLASS SSMH,
12' DEEP 32" HOLE.
MH-1670N-35 32" MANHOLE RING
AND COVER "SANITARY SEWER"
N: 7399233.3737
E: 1913021.7132
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PROPOSED SS MAIN CL

PROPOSED WL MAIN CL

PROPOSED CL STREET
"A", SEE SHEET 5

STA. 11+25.00 SS MAIN
INSTALL:
58' of 6"x14' HDPE SS LATERAL.
P15 8-6 PL-TR TEE SAN DR35 PVC SW SWR HHH.
P1004 4" 2 WAY SDR35 PVC SW SWR HHH.
P1156 6" SDR 35 THREADED CLEANOUT CAP.
P1606 PL-TR CAP DR 35 PVC SW SWR 6" SDR 35 GLUE CAP.

STA. 11+30.00 SS MAIN
INSTALL:
2' of 6"x14' HDPE SS LATERAL.
P1156 6" SDR 35 THREADED CLEANOUT CAP.
P1004 4" 2 WAY SDR35 PVC SW SWR HHH.
P15 8-6 PL-TR TEE SAN DR35 PVC SW SWR.
P1606 PL-TR CAP DR 35 PVC SW SWR 6" SDR 35 GLUE CAP.

STA. 11+15.00, 28.00' RT INDUSTRIAL CIRCLE
INSTALL:
58' of 2"x20' HDPE WATER SERVICE.
6" MJ x FLANGE TEE DMF 66.
6" FLANGE KIT 150# 1/8.
6" BLIND FLANGE WITH 2" IP TAP.
AVK 2" FIP THREAD x FIP THREAD GATE VALVE.
I562s 24-36 ADJ VALVE BOX W/LID.
240K 2" PVC SCH40 GLUE CAP.

STA. 13+40.00, 28.00' RT INDUSTRIAL CIRCLE
INSTALL:
58' of 2"x20' HDPE WATER SERVICE.
6" MJ x FLANGE TEE DMF 66.
6" FLANGE KIT 150# 1/8.
6" BLIND FLANGE WITH 2" IP TAP.
AVK 2" FIP THREAD x FIP THREAD GATE VALVE.
I562s 24-36 ADJ VALVE BOX W/LID.
240K 2" PVC SCH40 GLUE CAP.

STA. 22+50.00 SS MAIN
INSTALL:
58' of 6"x14' HDPE SS LATERAL.
P15 8-6 PL-TR TEE SAN DR35 PVC SW SWR HHH.
P1004 4" 2 WAY SDR35 PVC SW SWR HHH.
P1156 6" SDR 35 THREADED CLEANOUT CAP.
P1606 PL-TR CAP DR 35 PVC SW SWR 6" SDR 35 GLUE CAP.

STA. 22+55.00 SS MAIN
INSTALL:
2' of 6"x14' HDPE SS LATERAL.
P15 8-6 PL-TR TEE SAN DR35 PVC SW SWR HHH.
P1004 4" 2 WAY SDR35 PVC SW SWR HHH.
P1156 6" SDR 35 THREADED CLEANOUT CAP.
P1606 PL-TR CAP DR 35 PVC SW SWR 6" SDR 35 GLUE CAP.

STA. 14+70.79, 28.00' RT INDUSTRIAL CIRCLE
INSTALL:
6" MJ CAP
N: 7399233.3737
E: 1913074.3545

STA. 14+40.95', 28.00' RT INDUSTRIAL CIRCLE
INSTALL:
5' BURY AVK HYDRANT RED NST.
6" MJ x FLANGE TEE DMF 66.
AVK 6" MJ x MJ GATE VALVE.
6" FLANGE KIT 150# 1/8.
N: 7399203.5264
E: 1913074.4187

STA. 14+65.95', 28.00' RT INDUSTRIAL CIRCLE
INSTALL:
AVK MJ x MJ 6" GATE VALVE.
I562s 24-36 ADJ VALVE BOX W/LID
N: 7399228.5263
E: 1913074.3649
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SCALE: 1"=40' (H)

INLET PROTECTION PER NCTCOG DIVISION
1000 EROSION & SEDIMENT CONTROL.
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ROCK CHECK DAM

EXISTING CL INDUSTRIAL CIRCLE
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TRENCHING LIMITS
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8"

4"

WATER LINE MAY BE
ON EITHER SIDE OF F.H.

FIRE HYDRANT NOTES:

1. FIRE HYDRANTS SHALL BE LOCATED 3-FEET
OFF THE FACE OF CURB IN RESIDENTIAL AREAS.
REFER TO PLANS FOR LOCATIONS IN OTHER
LOCATIONS.

2. ALL FIRE HYDRANT UPPER BARRELS SHALL BE
PAINTED WITH A HIGH GLOSS ALKYD ALUMINUM
(SILVER) #17173 COATING.

3. FIRE HYDRANT BONNETS SHALL BE PAINTED
PER THE NATIONAL FIRE PROTECTION AGENCY
(NFPA) 291 STANDARD FOR RATE OF FLOW
COLOR CODING.

4. FIRE HYDRANT SHALL NOT BE PLACED IN
SIDEWALK.

5. ALL NUTS AND BOLTS FOR THE BONNET & FOOT
OF FIRE HYDRANTS SHALL BE STAINLESS STEEL.

 STANDARD FIRE HYDRANT DETAIL
             N.T.S.

MIN. 2" x 24" 2000 P.S.I. CONCRETE BLOCK UNDER
ALL TAP VALVES

FLANGED TEE AND VALVE

MAIN

NATURAL
GROUND

24" x 24" 2000 CONC. PAD 4"
THICK WITH #3 STEEL BARS
@ 12" CENTERS

CONCRETE HYDRANT BASE 16"
SQUARE x 6' THICKCRUSHED STONE OR GRAVEL (1"-2" IN SIZE)

AROUND FIRE HYDRANT IN WEEP HOLE AREA

2000 P.S.I. CONCRETE
THRUST BLOCK

NATURAL
GROUND

CONCRETE PAD SHALL BE 6" THICK BY 2' WIDE
WITH #3 STEEL BARS @ 12" CENTERS AROUND
F.H. TO GO FROM BACK OF CURB TO 1' BEHIND
F.H. 3" TO 6" DISTANCE BETWEEN CONCRETE
SLAB AND FLANGE BOLTS

2" DIA. OPENING

PAINT BONNET
SEE NOTE 3

A278008 5' BURY AVK HYDRANT, RED, NST

5-1/4" DIA. - OPENING (FACING
STREET)

CURB
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GATE VALVE WITH VALVE BOX
SEE DETAIL BELOW
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 WATER SERVICE DETAIL 

METER AND BOX TO BE
PLACED BY OTHERS.

PROPOSED 2" HDPE LONG
SERVICE

EXISTING GROUND

TAPE

R
.
O
.
W
.

WATER SERVICE NOTES:

1.ALL PROPERTY CORNERS SHALL BE STAKED WITH IRON RODS PRIOR TO
THE INSTALLATION OF ANY WATER SERVICES.

2.WATER SERVICES SHALL NOT BE CONNECTED TO FIRE HYDRANT LEAD
LINES.

3.ALL MATERIAL SHALL CONFORM TO THE STANDARD SPECIFICATIONS
UNLESS NOTED OTHERWISE. SEE THE "NORTH CENTRAL TEXAS COUNCIL
OF GOVERNMENTS STANDARD SPECIFICATIONS FOR PUBLIC WORKS
CONSTRUCTION" FOR A LIST OF APPROVED MATERIALS.

4.ALL SERVICES SHALL BE 2" HDPE.

5.NO SPLICES OF WATER SERVICES SHALL BE PERMITTED UNDER
PAVEMENT UNLESS APPROVED BY THE CITY.

6.NO 90° BENDS MAY BE INSTALLED IN SERVICES, EXCEPT AS SHOWN.
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VARIES

45'

CL

EXISTING GROUND
EXISTING CONCRETE
PAVEMENT

5.5' FROM B.O.C.

SERVICE TO BE STAKED
BEFORE PAVING. METER BOX
TO BE STAKED AFTER PAVING.

7.5'

PROPOSED 6" C900
DR18 PVC WATER LINE

PROPOSED 6" MJ
x FLANGE TEE

PROPOSED 6" BLIND
FLANGE W/ 2" IP TAP

PROPOSED AVK 2" FIP
THREAD x FIP THREAD
GATE VALVE

PROPOSED 2" PVC
SCH40 GLUE CAP
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